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Occupancy Sensor Example

Input configuration and override timer settings

26 Parameter Setting

9 Configure the input as an on/off item.

Set the interval for each override period, the zone will be occupied for this long
each time an event is detected on the occupancy sensor

You can select any of the analog input or Address |255
digital inputs to operate as an occupancy _

sensor (dry contact). .
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